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1. PANEL SHALL BE INSTALLED IN THE MECHANICAL ROOM 102 OF MUKWONAGO BATHROOM BUILDING IN AREA 28&3.

N
PANELBOARD SCHEDULE: RP/A2
VOLTAGE: 240120 MAIN TYPE: MCB BUS MATERIAL: COPPER
PHASEMWIRE: 1P /3W MAIN RATING: 400 AMPS (BUS RATING: 400 AMPS
SVC. ENTRANCE LABEL: YES TVSS NO ENCLOSURE: NEMA 1
MINIMUM AIC: FEED-THRU LUGS: NO 200% NEUTRAL: NO
IS SERIES RATED ALLOWE NO MOUNTING: SURFACE |PANELBOARD TYPE: BRANCH CIRCUIT
LOA LOA
CCT#| D LOAD DESCRIPTION VA ;g&/ ;g&/ VA D LOAD DESCRIPTION CCT#
TYPE TYPE
< 1 R |RECEPTACLES 540 20/ A A | 201 320 L [INTERIORLIGHTS 2
N
3 R |EXTERIORRECEPTACLES 180 201 B B | 201 108 L |EXTERIORLIGHTS 4
5 L |EBU 5 20/ A A | 201 732 M |MOTOR#3 6
\ 7 SPARE 201 B B | 20/1 | 1,080 M |MOTOR#4 8
( 9 E |SPO#3 3,750 | 402 | A A | 201 | 1,920 L |EXISTING PAVILION 2 LIGHTS 10
211 E |-- 3,750 X B B | 40/2 | 3,250 E |SPO#4 12
&1 3 E |SPO#3 3,750 | 402 | A A X 3,250 E |-- 14
( 15 E |- 3.750 X B B | 201 | 1440 R I(Eé(FISCTl)ING PAVILION 2 RECEPTACLES 16
( 17 E |SPO#4 3,250 | 402 | A A | 2011 | 1440 R I(E(;:l%Tl)lNG PRVLENE REGEFTADLES 18
>19 E |-- 3,250 X B B | 201 600 R |NEWPAVILION 2 RECEPTACLES (GFCI) 20
&21 E |SPO#1 1,749 | 201 A A | 201 600 R |NEWPAVILION 2 RECEPTACLES (GFCI) 22
( 23 E |SPO#2 1,749 | 201 B B | 2011 | 1,920 L |EXISTING PAVILION 3 LIGHTS 24
> 25 E |SPO#LS & SPO#FS 500 20/ A A | 2011 | 1440 R I(Eé(Fl?:-lr)lNG eSS RGP e 26
N 27 M [MOTOR#5 & #6 500 20/ B B | 20/1 | 1,440 R I(Eé(;SC‘lr)ING PRGN SREGERTAGLES 28
29 E |SPO#6 500 20/ A A | 201 600 R |NEWPAVILION 3 RECEPTACLES (GFCI) 30
31 M |WELL PUMP 4800 | 602 | A A | 201 600 R [NEWPAVILION 3 RECEPTACLES (GFCI) 32
33 M |-- 4,800 X B B | 201 SPARE 34
35 SPARE 20/ A A | 201 SPARE 36
>
37 SPARE 20/ A A | 201 SPARE 38
39 B B 40
41 A | A 42
I RBBREVATIONS: — A B TOTAL CONNECTED (VA): 57,563
ST = SHUNT TRIP 29,746 27,817 TOTAL CONNECTED (A): 239.85
GFCl = GROUND FAULT CIRCUIT INTERRUPTOR  |LOAD TYPE ABBREVIATIONS TOTAL DEMAND (VA): 57,563
HACR = HEATING AND AIR-CONDITIONNG RATED |R = RECEPTACLE M = MOTOR TOTAL DEMAND (A): 239.85
HB = HANDLE-BLOCKING DEVICE L = LIGHTING LM = LARGEST MOTOR
. N E/\ N EQUIPMENT K = KITCHEN
PANEL SCHEDULE NOE&/

PANELBOARD SCHEDULE: RP/A1
VOLTAGE: 240120 MAIN TYPE: MCB BUS MATERIAL: COPPER
PHASE/WIRE: 1P /3W MAIN RATING: 400 AMPS (BUS RATING: 400 AMPS
SVC. ENTRANCE LABEL: YES TVSS NO ENCLOSURE: NEMA 1
MINIMUM AIC: FEED-THRU LUGS: NO 200% NEUTRAL: NO
IS SERIES RATED ALLOWE NO MOUNTING: SURFACE (PANELBOARD TYPE: BRANCH CIRCUIT
LOA LOA
CCT#| D LOAD DESCRIPTION VA ;g&/ ;2&" VA D LOAD DESCRIPTION CCT#
TYPE TYPE
1 R |RECEPTACLES 540 20/1 A A | 201 320 L [INTERIORLIGHTS 2
3 R |EXTERIOR RECEPTACLES 180 20/ B B | 201 108 L |EXTERIORLIGHTS 4
5 L |[(EBU 5 20/ A A | 201 732 M |MOTOR#3 6
7 SPARE 20/ B B 20/1 | 1,080 M |MOTOR#4 8
9 E |SPO#3 3,750 | 4012 A A | 201 | 1,920 L [EXISTING PAVILION 1 LIGHTS 10
11 E |-- 3,750 X B B 40/2 | 3,250 E |SPO#4 12
13 E |SPO#3 3,750 | 40/2 A A X 3,250 E |-- 14
15 £ |- 3.750 X B B 201 | 1.440 R I(Eé(;SCTl)ING PAVILION 1 RECEPTACLES 16
17 E |SPO#4 3,250 | 40/2 A A | 20/1 | 1,440 R I(E(;(;SCT';NG PRVLION 1 REGEFTADLES 18
19 E |-- 3,250 X B B | 201 600 R [NEWPAVILION 1 RECEPTACLES (GFCI) 20
21 E |SPO#1 1,749 | 201 A A | 201 600 R [NEWPAVILION 1 RECEPTACLES (GFCI) 22
23 E |SPO#2 1,749 | 201 B B 20/1 | 1,920 L [EXISTING PAVILION 2 LIGHTS 24
25 E |SPO#LS & SPO#FS 500 20/ A A | 20/1 | 1,440 R I(Eé(Fl?:Tl)lNG FEE O RERE IR B 26
27 M |[MOTOR#5 & #6 500 20/ B B 20/1 | 1,440 R I(Eé(Flsch)lNG PR S RERER TG e 28
29 E |SPO#6 500 20/1 A A | 201 600 R [NEWPAVILION 2 RECEPTACLES (GFCI) 30
31 M |[WELL PUMP 4800 | 60/2 A A | 201 600 R |NEWPAVILION 2 RECEPTACLES (GFCI) 32
33 M |-- 4,800 X B B 201 SPARE 34
35 SPARE 20/ A A | 201 SPARE 36
37 SPARE 20/ A A | 201 SPARE 38
39 B B 40
41 A A 42
ABBREVATIONS: — A B TOTAL CONNECTED (VA): 57,563
ST = SHUNT TRIP 29,746 27,817 TOTAL CONNECTED (A): 239.85
GFCI = GROUND FAULT CIRCUIT INTERRUPTOR  [LOAD TYPE ABBREVIATIONS TOTAL DEMAND (VA): 57,563
HACR = HEATING AND AIR-CONDITIONNG RATED |R = RECEPTACLE M = MOTOR TOTAL DEMAND (A): 239.85
HB = HANDLE-BLOCKING DEVICE L = LIGHTING LM = LARGEST MOTOR
E = EQUIPMENT K = KITCHEN
PANEL SCHEDULE NOTES:
1. PANEL SHALL BE INSTALLED IN THE MECHANICAL ROOM 102 OF MINOOKA BATHROOM BUILDING IN AREA 1&2.
PANELBOARD SCHEDULE: RP/A5
VOLTAGE: 240/120 MAIN TYPE: MCB BUS MATERIAL: COPPER
PHASE/WIRE: 1P/ 3W MAIN RATING: 400 AMPS |BUS RATING: 400 AMPS
SVC. ENTRANCE LABEL: YES TVSS NO ENCLOSURE: NEMA 1
MINIMUM AIC: FEED-THRU LUGS: NO 200% NEUTRAL: NO
IS SERIES RATED ALLOWE NO MOUNTING: SURFACE |PANELBOARD TYPE: BRANCH CIRCUIT
LOA LOA
ccT#| D LOAD DESCRIPTION VA ;S'LPE/ lg'EE/ VA | D LOAD DESCRIPTION CCT#
TYPE TYPE
1 R |RECEPTACLES 540 20/1 A A | 20/ 320 L |INTERIOR LIGHTS 2
3 R |EXTERIOR RECEPTACLES 180 20/1 B B 20/1 108 L |EXTERIORLIGHTS 4
5 L |[EBU 5 20/1 A A | 20/ 732 M |MOTOR#3 6
7 SPARE 20/1 B B 20/1 | 1,080 M |[MOTOR#4 8
9 E |SPO#3 3,750 | 40/2 | A A | 201 | 1,440 R |EXISTING PAVILION RECEPTACLES 10
11 E |[-- 3,750 X B B 40/2 | 3250 E |[SPO#4 12
13 E |[SPO#3 3,750 | 40/2 | A A X 3,250 E |-- 14
15 E |[-- 3,750 X B B 20/1 | 1440 R |EXISTING PAVILION RECEPTACLES 16
17 E |SPO#4 3,250 | 40/2 | A A | 20/ 600 R [NEWPAVILION RECEPTACLES 18
19 E |[-- 3,250 X B B 20/1 600 R |NEWPAVILION RECEPTACLES 20
21 E [SPO#1 1,749 | 20/ A A | 201 | 1920 L |EXISTING PAVILION LIGHTS 22
23 E |SPO#2 1,749 | 20/ B B 20/1 SPARE 24
25 E |SPO#LS & SPO#FS 500 20/1 A A | 20/ SPARE 26
27 M |MOTOR#5 & #6 500 20/1 B B 20/1 SPARE 28
29 E |[SPO#6 500 20/1 A A | 20/ SPARE 30
31 M |WELL PUMP 4800 | 60/2 | A A | 20/ SPARE 32
33 M |-- 4 800 X B B 20/1 SPARE 34
35 A A 36
37 A A 38
39 B B 40
41 Al A 42
ABBREVATIONS: PHASE A B TOTAL CONNECTED (VA): 51,563
ST = SHUNT TRIP 27,106 24 A57 TOTAL CONNECTED (A): 21485
GFCI = GROUND FAULT CIRCUIT INTERRUPTOR ~ |LOAD TYPE ABBREVIATIONS TOTAL DEMAND (VA): 51,563
HACR = HEATING AND AIR-CONDITIONNG RATED |R = RECEPTACLE M = MOTOR TOTAL DEMAND (A): 214.85
HB = HANDLE-BLOCKING DEVICE L = LIGHTING LM = LARGEST MOTOR
NN /\M/\ = EOMPMEMN _K_ASKITOREN A
PANEL SCHEDULE NOTES:

1. PANEL SHALL BE INSTALLED IN THE MECHANICAL ROOM 102 OF MINOOKA BATHROOM BUILDING IN AREA 5.
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